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NOTE:

TANK REQUIRES 

110V ELECTRICAL OUTLET

TWO-BED WEAK BASE WATER

DEMINERALIZATION TREATMENT

(CATION & ANION) 8 PPM-60,000

P.R.V. WITH RELIEF SET AT 60 PSI

RELIEF SET AT 80 PSI

CONNECT TO 

EXIST. DRAIN

TO HUMIDIFIER

MAKEUP

  1

  3

  1

  4

  2

KEYED NOTES:

PROVIDE  3/4 " F.I.P. UNION CONNECTION FOR BOTTLE HOSES.

PROVIDE UNISTRUT FOR BOTTLE SUPPORT AT 4’ A.F.L.

BOTTLE HOSES PROVIDED BY WATER CONDITIONER COMPANY.

PROVIDE THREADED, IRON PIPE FITTING CLOSE TO 

"T" FITTING FOR WATER CONDITION INDICATOR LIGHT.

  GENERAL NOTES:

1.  INLET TO BOTTLE STATION SHALL BE COPPER 

   PIPING.

2.  OUTLET FROM BOTTLE STATION AND BOTTLE 

   BYPASS SHALL BE SCHEDULE 80 CPVC.


